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Abstract

With the continuous expansion of power systems and the application of power electronic equipment, forced oscillation has
become one of the key problems in terms of system safety and stability. In this paper, an interline power flow controller
(IPFC) is used as a power suppression carrier and its mechanism is analyzed using the linearized state-space method to
improve the system damping ratio. It is shown that although the IPFC can suppress forced oscillation with well-designed
parameters, its capability of improving the system damping ratio is limited. Thus, combined with the repetitive control
method, an additional repetitive controller (ARC) is proposed to further dampen the forced power oscillation. The ARC
control scheme is characterized by outstanding tracking performance to a system steady reference value, and the main IPFC
controller with the ARC can provide higher damping, and further reduce the amplitude of oscillations to zero compared
with a supplementary damping controller (SDC). Simulation results show that the IPFC with an ARC can not only greatly
reduce the oscillation amplitude, but also actively output the compensation power according to the reference value of the
ARC tracking system.

Keywords: Forced oscillation, Interline power flow controller (IPFC), Additional repetitive control (ARC), Linearized state-space
method

1 Introduction
With the continuous expansion of power systems and
the application of power electronic equipment, system
oscillation in the power grid gradually increases [1]. As
one of the key problems affecting the safety and stability
of power system, it is of great significance to carry out
theoretical analysis of forced oscillation and develop spe-
cific suppression methods.
Forced oscillation is caused by periodic disturbances

[2], with its amplitude inversely related to the system
damping [3], while the oscillation rapidly decays as the
disturbance source disappears [4]. In view of the above
characteristics, several measures have been proposed for
forced oscillation suppression. Although the source of

forced oscillation disturbances can be identified and re-
moved through online system operating data [5, 6], the
wavelet ridge technique [7] and spectral Granger causal-
ity analysis [8], the current forced oscillation identifica-
tion technology is still in the development stage without
guaranteed accuracy and timeliness. In addition, a power
system stabilizer (PSS) [9] and some flexible AC trans-
mission system (FACTS) equipment, such as a static
synchronous series compensator (SSSC) [10], and static
synchronous compensator (STATCOM) [11] are recom-
mended for system damping. Under the Robust Exact
Differentiator (RED) control strategy, a DFIG wind tur-
bine equipped with energy storage can also further sup-
press inter-area oscillations [12]. As the source of forced
disturbance continuously injects disturbance into the
power system, the dampers proposed in [2, 13] can only
reduce the oscillation amplitude without suppressing the
forced oscillation completely.
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In view of the periodic characteristic of the forced os-
cillation disturbance source, repetitive control technol-
ogy is considered in this paper. This is based on the
principle of an internal model. When the interference is
found to be a periodic signal of known frequency, repeti-
tive control can be used to track the system reference
value accurately. Therefore, repetitive control is now
widely used to deal with harmonic distortion caused by
nonlinear load [14–16] or grid-tied inverters [17, 18].
However, repetitive control has not been widely applied
to the analysis and research of suppressing power oscil-
lation. Integrated with a carrier that can adjust the active
and reactive power flow of the system, repetitive control
can track the system steady-state reference value under
the disturbance of forced oscillation.
As an advanced third generation FACTS device, an

IPFC can play a more comprehensive and prominent
role than a unified power flow controller (UPFC) in
power flow regulation [19]. In this paper, an additional
repetitive control (ARC) scheme of an IPFC is designed
for suppressing forced oscillation in a power system.
Based on the internal model principle of repetitive con-
trol, the IPFC is able to track the system power steady-
state reference value and suppress the system forced
power oscillation effectively.

2 Methods
In this article, an interline power flow controller (IPFC)
equipped with an additional repetitive controller (ARC)
is used as a power suppression carrier to suppress forced
oscillation. Its mechanism and controller parameters are
analyzed using the linearized state-space method. To
verify the performance of ARC, an equivalent four-
machine system including IPFC and forced oscillation
source are constructed in MATLAB/SIMULINK. From
the analysis and simulation, it has been found that the
main IPFC controller with ARC can provide higher
damping, and further reduce the amplitude of oscilla-
tions to zero compared with an IPFC based on a supple-
mentary damping controller (SDC).

3 Principle of suppressing forced oscillation with
IPFC
3.1 Principle of suppressing forced oscillation in a power
system
A single-machine infinite system is used to analyze the
situation of forced power oscillation. By solving the gen-
erator rotor motion equations, the change trend of
power angle δ is represented as [3]:

Δδ tð Þ ¼ Γ sinωdt=Kffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
ωd=ωnð Þ2−1� �2 þ 2ζωd=ωn

2ð Þ
q ð1Þ

where Γsinωdt refers to the periodic disturbance source

with amplitude Γ and angular frequency ωd. ωn

¼ ffiffiffiffiffiffiffiffiffiffiffiffi
K=T J

p
refers to the generator natural frequency, K

is the synchronous torque coefficient of the generator,
and TJ is the inertia constant of the generator. ζ ¼ D=2

T Jωn ¼ D=2
ffiffiffiffiffiffiffiffiffiffi
KT J

p
is the damping coefficient and D is

the generator damping.
According to (1) and assuming Г = 1, K = 1, and ωn =

4.65 rad/s, the relationships between the power angle
amplitude and ωd of the disturbance source under differ-
ent system damping ratios are shown in Fig. 1.
The following conclusions can be obtained from

Fig. 1.

1) The closer ωd and ωn are, the more severe the
forced oscillation will be.

2) By increasing the system damping ratio, the forced
oscillation amplitude can be reduced.

Thus, if the system damping ratio approaches in-
finity, the change in power angle will approach zero
and the forced oscillation can be completely sup-
pressed. However, the system damping ratio cannot
be increased infinitely in reality. For an independent
power system, if the sum of the real parts of the ei-
genvalues of the state equation is invariant, the total
damping of each mode of the system will remain
constant [20]. If the damping of the electromechan-
ical mode is increased to suppress the forced oscilla-
tion at a certain frequency, the damping of other
electromechanical and non-electromechanical modes
will be reduced accordingly. This may lead to low-
frequency oscillations in other modes or large fluctu-
ations of non-mechanical variables. Moreover, with
the increase of the damping ratio, the reduced oscil-
lation amplitude with the same damping ratio incre-
ment approaches zero. Therefore, it will be
increasingly difficult to continue suppressing the
forced oscillation using the same method. Thus, in-
creasing the system damping can only reduce the
forced oscillation amplitude to a certain extent, and
other targeted suppression methods are required.

Fig. 1 Variation of power angle amplitude with disturbing
source frequency under different damping ratios
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3.2 IPFC dynamic performance analysis
In addition to quickly adjusting the line power flow and
node voltage, the IPFC can also improve the transient
stability of the power system by means of its dynamic
adjustment function. In order to further analyze its dy-
namic adjustment mechanism, the IPFC power model is
connected to two single-machine infinite-bus systems as
shown in Fig. 2 with the detailed parameters listed in
Appendix A. Simplified voltage sources are used to rep-
resent the IPFC series side converters.
As shown in Fig. 2, the upper line is the main

control transmission line, whose active and reactive
power are controlled by the IPFC. The lower line is
the auxiliary control transmission line, which is used
to maintain the stability of the DC capacitor voltage.
Taking the main control line for example, the
injected power of the IPFC will change the line ac-
tive and reactive power flow, which can be repre-
sented as:

Pik ¼ Ve1V i sinδ1
x0
d1

þ V ϕV i

xse1
ð2Þ

Qik ¼
V 2

e1−Ve1V i cosδ1
x0
d1

þ V χV i

xse1
ð3Þ

where Vϕ =Vse1 sin θse1 refers to the IPFC active power
injection component and Vχ =Vse1 cos θse1 refers to the
IPFC reactive power injection component.
The IPFC dynamic performance depends on the

proportional-integral (PI) controller of the series con-
verter. The relationship among the IPFC power injection
components Vϕ, Vχ and the line transmission power Pik,
Qik can be given as:

V ϕ ¼ Pref −Pik
� �

Kϕp þ Kϕi=S
� �

V χ ¼ Qref −Qik

� �
K χp þ K χi=S
� �

(
ð4Þ

where Kϕp and Kϕi refer to the respective propor-
tional and integral gains of the PI controller used to
control Vϕ, while Kχp and Kχi are the corresponding

proportional and integral gains of the PI controller
used to control Vχ.
Equation (4) can be linearized as:

˙ΔV ϕ ¼ −˙ΔPikKϕp−ΔPikKϕi

˙ΔV χ ¼ −˙ΔQikK χp−ΔQikK χi

	
ð5Þ

Considering the inject active power from the IPFC, the
motion equations of the generator rotor can be repre-
sented as:

T J1
dω1

dt
þ Pe1 þ Pis ¼ PT1−D1 ω1−1ð Þ

dδ1
dt

¼ ω1−1

8><
>: ð6Þ

where Pis =VϕVi/xse1 indicates the IPFC active power in-
jection into bus i.
Equation (6) can also be linearized as:

T J1
d2Δδ1
dt2

þ D1
dΔδ1
dt

þ KΔδ1 þ V i

xse1
ΔV ϕ ¼ 0 ð7Þ

The system linearization model and transfer function
block diagram can be obtained by considering (2)-(7), as
shown in Fig. 3. The detailed parameters are listed in
Appendix A.
The system linearization model, as shown in Fig. 3, is

changed by the dynamic regulation of the IPFC. There-
fore, with well-designed parameters, the IPFC is available
to improve system damping and suppress forced oscilla-
tion. However, it has been proved that improving the
system damping ratio has limited capability. Thus, in
this paper, combined with the repetitive control method,
an improved strategy is proposed to further suppress the
forced power oscillation.

Fig. 2 Single-machine infinite-bus system with IPFC

Fig. 3 Block diagram of system transfer function with IPFC
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4 Forced oscillation suppressed by repetitive
control
Repetitive control is a new control method based on the
principle of an internal model. If a signal can be
regarded as the output of an autonomous system, and
the model of the signal is set in a stable closed-loop sys-
tem, the feedback system will be able to track or sup-
press the signal completely [21]. The ideal transfer
function of repetitive control can be deduced as follows,
where e−sT refers to the time prolonging link:

Gr sð Þ ¼ e−sT

1−e−sT
ð8Þ

Assuming that the external interference is an input
signal with period of Td, the internal model of the input
signal can be generated after a time prolonging link in
the closed loop by setting the parameter T = Td. There-
fore, in theory, the internal model of repetitive control is
able to track the system reference value without steady-
state error.
The time-delay positive feedback loop of the repetitive

control is able to correct the next control output using
the control output of the previous cycle and the current
error. Under ideal conditions, when the parameter of the
time prolonging link T is equal to the period of the ex-
ternal forced disturbance signal Td, the suppression ef-
fect will be optimal. However, because the pole is on the
imaginary axis, the system is in a critical stable state,
which may lead to poor stability and controllability.
A correction link B(s) is introduced to overcome the

above shortcoming. The pole of the repetitive controller
is designed to drift slightly off the imaginary axis, and as
a result, its stability is improved without sacrificing the
restraining ability. Considering the fact that forced dis-
turbance in the system belongs to low-frequency oscilla-
tion, the correction link should not shift the poles of the
low frequency components. Thus, a first-order low-pass
filter with a transfer function of 1/(ks + 1) is recom-
mended as shown in Fig. 4.
The repetitive control and the original control struc-

ture are added in parallel to ensure their independence,
and to reduce the impact on the original control system.
The modified system structure is referred to as add-
itional repetitive control (ARC), and its transfer function

block diagram is shown in Fig. 4. The line power steady-
state input reference value is R(s), while the line power
actual value is Y(s). The forced disturbance source with
known oscillation period Td is adopted as the external
periodic disturbance source D(s), G(s) represents the
transfer function of the original control system, and E(s)
represents the error of the controlled object.
The control equation of the ARC structure shown in

Fig. 4 is given by:

R sð Þ−Y sð Þ ¼ E sð Þ
E sð Þ þ U sð Þ½ �G sð Þ þ D sð Þ ¼ Y sð Þ

U sð Þ ¼ E sð Þ�C sð Þ
C sð Þ ¼ e−sTB sð Þ=1−e−sTB sð Þ

8>><
>>: ð9Þ

In order to simplify the analysis, B(s) is taken as a con-
stant of 1. Based on (9), E(s) can be expressed as:

E sð Þ ¼ R sð Þ−D sð Þ
1þ 1þ C sð Þ½ ��G sð Þ ð10Þ

The angular frequency of the forced power oscillation
disturbance source D(s) is set as ωd = 2π/Td. Assuming
s = jωd and T = Td, there is:

limω→ωdC jωd

� � ¼ 1
1

e‐jωdTd
‐1

¼ ∞ ð11Þ

Substituting (11) into (10) yields:

limω→ωdE jωd

� � ¼ 0 ð12Þ
From the above analysis, for the forced disturbance

source with the frequency of ωd/2π, considering that T
and B(s) are equal to Td and 1 respectively, the zero
steady-state error tracking of the system can be theoret-
ically achieved by ARC and the forced oscillation signal
can be completely suppressed. The pole distribution of
C(s) is shown in black marks in Fig. 5. They are all lo-
cated on the imaginary axis (assuming the frequency of
the forced disturbance source is 1.35 Hz).
If B(s) is not a constant of 1, and, for example, it is de-

signed as 1/(ks + 1), C(s) can be derived as:

Fig. 4 Structure of ARC Fig. 5 Pole Distribution of C(s)
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C sð Þ ¼
e−sT

1
ksþ 1

1−e−sT
1

ksþ 1

ð13Þ

Expanding (13) with Euler’s equation and taking its
modulus at ω = ωd yield:

C jωdð Þj j ¼
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
cos2Tdωd þ sin2Tdωd

p
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
1−cosTdωdð Þ2 þ kωd þ sinTdωdð Þ2

q
¼ 1

kωd

ð14Þ
When k is small and ωd is in the low frequency band,

the modulus of C(s) is still near its maximum value.
Therefore, when substituting C(s) into the error expres-
sion, as shown in (10), the conclusion of (12) can still be
established. In contrast, when ωd is in the high fre-
quency band, the error E(s) will gradually increase with
the decrease of the modulus of C(s). For both cases, set-
ting the constant k as 6E-3, the C(s) poles are shown
with marks in Fig. 5. As seen, the poles in the low fre-
quency band and the black marks almost overlap each
other, while the poles in the high frequency band slightly
deviate from the imaginary axis.
Overall, the poles of B(s) = 1 and B(s) ≠ 1 are relatively

close, which is consistent with the results obtained from
the previous theoretical analysis. Based on the forced
mechanism, the low-frequency oscillation generally occurs
in the angular frequency range of 0.628 ~ 15.7 rad/s, and
ARC can output a more accurate internal model in the
low frequency band. In this case, as long as k is made as
small as possible and within the selectable range, B(s) will
have little impact on the suppression effect of forced oscil-
lation, while enhancing the stability of the system. The
variable k in B(s) has to satisfy both (15) and (16) to en-
sure the stability of the system and the effective coverage
of the low oscillation frequency band. The specific deriv-
ation process is discussed in Appendix B.

1þ e−sTd 1
ksþ1

1−e−sTd 1
ksþ1

" #
G sð Þ













∞

< 1 ð15Þ

B jωð Þj j ≈ 1;ω≤ωh

B jωð Þj j < 1;ω > ωh

	
ð16Þ

5 Control scheme of IPFC for damping forced
oscillations
5.1 Main controller design considering ARC
The ability of ARC in suppressing forced disturbance
has been discussed. However, forced power oscillation
continuously injects energy into the system, whereas

ARC itself does not have the ability for power adjust-
ment. Therefore, combined with the IPFC as a power
output carrier, ARC is used to track the system steady-
state reference value.
The specific combination is shown in Fig. 6 where

Pref and Qref correspond to R(s) while Pik and Qik cor-
respond to Y(s). As the disturbance occurs inside the
system, the response of the system to the forced os-
cillation is directly reflected in the line transmission
power, while D(s) is not marked in the controller
structure. The ARC controller, shown in the dotted
frame, consists of two channels, which are installed in
the IPFC active and reactive control loops. As the
ARC controller is added between the power compari-
son point and the original control system, it does not
affect the forward channel of the PI control. This re-
duces interference to the original control system. A
low-pass filter is added on the exit side of the add-
itional controller to eliminate its effects, and to fur-
ther prevent the effect of higher harmonics caused by
repeated superposition of the repetitive controller.
The procedure of parameter selection is recommended

to be as follows.

1) Obtain the line oscillation information through the
wide area measurement system (WAMS);

2) The forced oscillation frequency ωd is extracted
from the line oscillation information with the TLS-
ESPRIT (total least squares-estimation of signal pa-
rameters via rotational invariance technique)
algorithm;

3) Calculate the period of the external forced
disturbance signal Td, thereby determining the
initial prolonging link T in ARC;

4) To reduce the impact on the pole position of
C(s), k in B(s) is chosen to be as small as
possible while satisfying the requirements of

Fig. 6 Structure of IPFC main controller based on ARC
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system stability and frequency coverage
conditions outlined in Section 3;

5) Finally, fine tune T and k according to the actual
simulation effect to achieve a good control effect.

5.2 The influence analysis of the auxiliary controller
As previously mentioned, the IPFC consists of two in-
dependent controllers, with the main controller de-
signed to adjust the power through the main control
transmission line in combination with ARC, and the
auxiliary controller used to maintain a stable DC cap-
acitor voltage. However, since the IPFC does not gen-
erate active power, the active power injected into the
power line by the main converter and the auxiliary
converter have to remain in dynamic balance, i.e.:

Pin1 ¼ V iV se1 sinθse1=xse1
Pin2 ¼ V jV se2 sinθse2=xse2

Pin1 þ Pin2 ¼ 0

8<
: ð17Þ

where Pin1 and Pin2 refer to the injected active power of
the main and auxiliary controllers, respectively.
From (17), it can be seen that the power injected

from the main control line comes from the auxiliary
control line. When forced oscillation occurs, the oscil-
lating power of the main control line is transmitted
to the auxiliary control line through the DC link.
This is equivalent to increasing the damping of the
original main control line. Therefore, the use of the
IPFC can effectively suppress the forced oscillation of
the main control line while the IPFC combined with
ARC can further accomplish no-error tracking. How-
ever, the use of the IPFC impacts on the auxiliary

control line not originally affected by forced oscilla-
tion. Therefore, the damping characteristics of the
system where the auxiliary control line is located are
critical. If the system is overdamped, the oscillation
power transferred by the IPFC will have little effect
on the system. However, if the system is under-
damped, the IPFC may expand the influence range of
the forced oscillation.
In conclusion, the damping characteristics of the auxil-

iary control line should be carefully considered for the
installation location of the IPFC.

6 Results and discussion
6.1 Case study
The validity of the proposed method is verified in an
equivalent four-machine system based on MATLAB/
SIMULINK, as shown in Fig. 7. Here, the main IPFC
control converter is injected into the equivalent dual
machine system, while the auxiliary converter is assumed
to be connected to an infinite system. The parameters in
Fig. 7 are described in Appendix C.
According to small disturbance analysis, the natural

oscillation frequency of the system is 1.35 Hz. Without
forced oscillation, the main controller can independently
control the active and reactive power flow of the line,
and the auxiliary controller can provide active power
balance for the main line while maintaining the stability
of the DC capacitor voltage.
The main IPFC control converter is installed between

the buses of i and k with its power flow control target
set to the original system steady-state power flow. The
auxiliary IPFC control converter is installed between the

Fig. 7 An equivalent four-machine systems with IPFC
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buses of j and l with its control target of maintaining a
stable DC voltage.
A 1.35 Hz sinusoidal mechanical power disturbance

with amplitude of 0.02 (standard unit value) is applied at
the outlet of the G1 generator because forced oscillation
caused by the generator power fluctuation is more serious
than that from other disturbance sources. The expression
of the disturbance is d(t) = 0.02 sin(2π ∗ 1.35t). Simulations
are carried out for four cases, i.e., without the IPFC, with
the IPFC only, the IPFC based on a Supplementary Damp-
ing Controller (SDC) and the IPFC based on ARC. The
SDC damping parameters are set according to the phase
compensation method, and the designed parameters in
Fig. 8 are described in Appendix C. The simulation results
of Pik are shown in Fig. 9, and the simulation results of
Pjl and Udc are illustrated in Fig. 10.
It can be seen from Fig. 9(a) that the dynamic adjust-

ment of the IPFC enhances the system damping ratio
and reduces the amplitude of forced oscillation. How-
ever, the effect is not sufficient to suppress the forced
oscillation completely. The ARC parameters are deter-
mined using the design method described in Section 3
and the results of the IPFC with ARC are shown in Fig.
9(b). The period of external forced disturbance signal Td

is calculated as 0.7407 and the parameter k in B(s) is set
to 6E-3. The main IPFC controller with ARC provides
higher damping and thus further reduces the amplitude
of the oscillations. For periodic forced oscillation, the
ARC controller can detect the difference of active power
and further track the reference value. A feedback control
signal is generated through the IPFC power tracking,
and the oscillations in the system are largely suppressed
to zero.
The main purpose of the SDC is to reduce the oscilla-

tion energy by adjusting the output phase-phase power
waveform. From the comparison between ARC and SDC
in Fig. 9(b), the compensation effect of the SDC slightly
improves the oscillation suppression performance, while
the IPFC based on ARC proposed in this paper accur-
ately tracks the steady-state reference value of the sys-
tem and generates the suppression power, resulting in a
superior effect.
As can be seen from Fig. 10, the use of the IPFC

negatively impacts on the auxiliary control circuit.
The fluctuating power of the main controller is trans-
ferred to the auxiliary control side via the DC link.
However, when the IPFC is not in operation, the os-
cillation power amplitude of the main control loop

Fig. 8 Structure of SDC

Fig. 9 Simulation results of Pik of forced oscillation in the
main control transmission line: a For cases: without IPFC,
with IPFC only, and IPFC based on ARC; b For cases: with
IPFC only, IPFC based on ARC, and IPFC based on ARC

Fig. 10 Forced oscillation in the auxiliary control transmission
line for three cases: without IPFC, with IPFC only, and IPFC
based on ARC: a Simulation results of Pjl; b Simulation results
of Udc
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will reach 50MW, which can easily lead to system in-
stability. With the IPFC in operation, the oscillation
power amplitude of the main control line is attenu-
ated to 12.5 MW, while the oscillation power ampli-
tude of the auxiliary control line is only increased to
1.2 MW. Thus, the use of the IPFC has negligible in-
fluence on the auxiliary control line, while it effect-
ively improves the safety and stability of the main
control line.
Compared with the results under the IPFC with SDC,

the IPFC with ARC reduces the main line oscillation
power amplitude to 1.5 MW, while the power oscillation
of the auxiliary control line remains unchanged. Thus, it
can be concluded that the repetitive controller does not
cause any deterioration to the auxiliary line, while it is
able to effectively suppress the power fluctuation of the
main control line.
In real systems, the disturbance signal of the power

supply is more complicated, so a complex disturbance
signal of 1.5 Hz shown in Fig. 11(a), is applied to the
power supply terminal. From the simulation results in
Fig. 11(b), it can be seen that the IPFC based on ARC
can still accurately track and suppress the forced oscilla-
tion in the system.
In conclusion, the IPFC based on ARC can not only

greatly reduce the amplitude of oscillation by increasing
the system damping, but also actively output the

Fig. 11 Forced oscillation in the main control transmission
line with complex disturbance: a Disturbance signal; b
Simulation results of Pik from two cases: with IPFC and IPFC
based on ARC

Fig. 12 Forced oscillation in transmission line: a Simulation
results of Pik; b Simulation results of Pjl

Fig. 13 Performance of ARC: a Simulation results of Pik; b
Oscillation amplitude of Pik under different frequency errors
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compensation power according to the reference value of
the ARC tracking system.

6.2 Discussion
As mentioned above, the greater the damping of the
auxiliary line is, the lower the impact of forced oscilla-
tion will be. A more complicated case, as shown in Fig.
7, is proposed to verify the influence on the auxiliary
line. The parameters of the dual-machine system con-
nected with the auxiliary converter are consistent with
the main control circuit. As in the case above, a sinus-
oidal mechanical power disturbance with the frequency
of 1.35 Hz and amplitude of 0.02 (standard unit value) is
applied at the outlet of the G1 generator. The simulation
results of Pik and Pjl are shown in Fig. 12.
The suppressed amplitude remains the same because

of the unchanged parameters of the main control circuit
when comparing the simulation results between Fig. 9(b)
and Fig. 12(a). However, the auxiliary control line is
changed from an over-damped infinite system to a
weakly damped two-machine one, which is significantly
affected by the forced oscillation. From the comparison
between Fig. 10(a) and Fig. 12(b), the power amplitude
of the auxiliary control line increases to 4.5MW. Simi-
larly, ARC also has a weak suppression effect to the aux-
iliary circuit. Therefore, it is recommended to choose an
over-damped system for the installation of the auxiliary
IPFC converter.
As mentioned above, the forced oscillation fre-

quency is extracted from the line oscillation informa-
tion with the TLS-ESPRIT. This is the critical factor
for determining ARC parameters. To verify the ro-
bustness of the control system, deviations on the con-
troller parameters are evaluated with the collected
error of frequency information, and the simulation re-
sults are shown in Fig. 13.
From the internal model principle, ARC is proved to

be sensitive to frequency change. As can be seen in Fig.
13(b), as the deviation of the acquisition frequency in-
creases, the control performance of ARC declines, but is

still better than the case with only the IPFC. When the
frequency deviation increases to 0.4 Hz, the control per-
formances of ARC and SDC become similar. Therefore,
precise acquisition of forced oscillation frequency is im-
portant to the control capability of ARC.

7 Conclusion
The mechanism of IPFC is analyzed based on the char-
acteristics of forced oscillation to improve the system
damping ratio and suppress forced oscillation. An ARC
control scheme is designed for suppressing forced dis-
turbances and tracking the steady-state reference value
of the system effectively. Also, a method to generate
IPFC suppressing power according to the ARC tracking
requirement is introduced.
From the analysis and simulation, several findings are

summarized as follows.

1) The main IPFC controller with ARC can provide
higher damping, and further reduce the amplitude
of oscillations to zero compared with an IPFC based
on SDC.

2) The IPFC based on ARC can not only greatly
reduce the amplitude by increasing the system
damping ratio, but also actively output the
compensation power according to the reference
value of the ARC tracking system.

3) The ARC controller does not cause deterioration to
the auxiliary line while suppressing the power
fluctuation of the main control line effectively.

4) It is recommended to choose an over-damped sys-
tem to install the auxiliary IPFC converter. This is
able to better support the main control transmis-
sion line.

With the precise acquisition of forced oscillation fre-
quency, ARC has a superior suppression effect for a sin-
gle oscillation source. In practice, multiple forced
oscillation sources have multiple oscillating frequencies
so suppressing multiple frequencies is the future focus
and research direction.

8 Appendix A
IPFC is mainly used to dynamically adjust the active and
reactive power delivered by the AC transmission system,

Fig. 14 Main structure of IPFC Fig. 15 Equivalent System of ARC
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whose main structure is composed of multiple back-to-
back voltage source converters (VSC) interconnected by
DC capacitors, as shown in Fig. 14.
Two independent stand-alone infinity systems with

IPFC, as shown in Fig. 2, consist of two series con-
verters with different control goals. The detailed pa-
rameters are listed as follows.

1) Ve1, Ve2 and δ1, δ2 represent the voltage amplitudes
and power angles of the two power sources,
respectively; while x

0
d1 and x

0
d2 refer to the transient

reactance of the sources.
2) The buses i, j, k, l, m and n represent different

buses in the system. Vi, Vj, Vk, Vl refer to the
voltage amplitudes, and θi, θj, θk, θl are the

disparate voltage angles. Because the DC capacitor
isolates the AC connection between the circuits, the
two systems are independent of each other. Thus, θi
and θi can be set to zero at the same time.

3) Vse1 and Vse2 are the injected voltage components
of the main and auxiliary series converters,
respectively; while θse1, θse2 and xse1, xse2 represent
the voltage angles and reactance of the two series
converters.

4) i1, i2 and θ1, θ2 represent the current amplitudes
and the angles of the two transmission lines,
respectively. Pik and Qik refer to the active and
reactive power of the main control line, and Pref and
Qref are the target power references of the series
converter, respectively.

Table 1 Parameter descriptions and values

Name Description Value Unit

Sn1/Sn3 The nominal power of Generator 1 and 3 2000 MVA

Sn2/ Sn4 The nominal power of Generator 2 and 4 1400 MVA

Vn1~ Vn4 The nominal voltage of Generator 1 ~ 4 13.8 kV

x
0
d1 � x

0
d4

The transient reactance of Generator 1 ~ 4 0.296

xd3 The reactance of the infinite system 1.5E-4 H

fn The nominal frequency of the system 60 Hz

ST1/ST3 The nominal power of Transformer 1 and 3 2100 MVA

ST2/ST4 The nominal power of Transformer 2 and 4 1400 MVA

kT1~kT4 The transformer ratio of Transformer 1 ~ 4 13.8/500

Sm/Sa The nominal power of the main and auxiliary converter 100 MVA

xse1/xse2 The reactance of the main and auxiliary converter 0.26 H

kϕp1/ kχp1 The proportional gain of main controller 3.75E-3

kϕi1/ kχi1 The integral gain of main controller 0.1875

kϕp2 The proportional gain of DC voltage controller of the auxiliary converter 3.75E-3

kϕi2 The integral gain of DC voltage controller of the auxiliary converter 0.1875

kχp2 The proportional gain of injected voltage controller of the auxiliary converter 1E-4

kϕi2 The integral gain of injected voltage controller of the auxiliary converter 2E-2

Udcref The nominal voltage of DC 40,000 V

Cdc The total equivalent capacitance of DC link 3.75E-4 F

xik1/ xik2 The reactance of the line between bus i and k 0.14 H

xjl1/ xjl2 The reactance of the line between bus j and l 0.14 H

xkm The reactance of the line between bus k and m 0.047 H

xln The reactance of the line between bus l and n 0.047 H

Sload1/ Sload5 The active power of load 1 and 5 250 MW

Sload2/ Sload6 The active power of load 2 and 6 100 MW

Sload3/ Sload7 The active power of load 3 and 7 2200 MW

Sload4/ Sload8 The active power of load 4 and 8 50 MW

T1 parameters of SDC 0.021

T2 parameters of SDC 0.665
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The specific variables of the system linearization
model, as shown in Fig. 3, are introduced as
follows.

1) Pe1 and PT 1 refer to the respective
electromagnetic power and mechanical power of
the generator in the main control transmission
line, T J1 is the inertial time constant of the
generator, D1 is the damping coefficient and ω1

is the angular velocity.
2) K and K′ are the linearization constants of power

angle δ1 of active and reactive power, respectively,

where K ¼ Ve1V i cosδ1=x
0
d1, and K

0 ¼ Ve1V i sinδ1
=x

0
d1.

9 Appendix B
As described in Section 3, the specific derivation process
of parameter k is shown as follows.
Based on (9), E(s) can be further expressed as:

E sð Þ ¼ − 1þ C sð Þ½ �G sð ÞE sð Þ þ R sð Þ−D sð Þ½ � ðB1Þ
The structure corresponding to the transfer function

in (B1) shown in Fig. 15, is the equivalent system of
Fig. 4.
As the stability requirement of the equivalent system

is ‖[1 + C(s)]G(s)‖∞ < 1, the parameter k should satisfy:

1þ e−sTd 1
ksþ1

1−e−sTd 1
ksþ1

" #
G sð Þ













∞

< 1 ðB2Þ

On the other hand, the pass band of B(s) has to com-
pletely cover the frequency range of the low-frequency
oscillations as:

B jωð Þj j ≈ 1;ω≤ωh

B jωð Þj j < 1;ω > ωh

	
ðB3Þ

where ωh refers to the highest frequency of the low-
frequency oscillations of the forcing mechanism, and
ωh can be set as 4 Hz with a certain margin. Because
the frequency range of the low-frequency oscillation
of the forcing mechanism is very small, as long as k
is small and within the range for maintaining the
system stability, (B3) can be easily satisfied. Finally,
considering the complexity of the actual system, k
should also be fine-tuned according to the simula-
tion results around the theoretical value to achieve a
better suppression effect.

10 Appendix C
The descriptions and experimental values of the parame-
ters in Figs. 7 and 8 are listed as follows.
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